Western Area Power Admininstration

Sierra Nevada Region

7-Day Forecast of Base Resource

All values at Tracy Substation

publish date:
November 24, 2005

Day CVP gen Loads Reg & Res Projected Purchases Tg\r/\Fs’acc(t)iropﬁs PRr:stEtride *(3;;)9
. . Project First Estimated PU PU & FP AnciI!iary Bank Bank Hourly Hourly Capacity
Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return L . L
Mon day Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Minimum - { Maximum | -w/minimal
Demand - Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp)  CVP Corp)
Nov 28, 2005 (MW) (Mwh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) MwW) W) W)
Hour A B c D E F | ¢ H I E K L M
1 1,338.0 386.0 327.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
2 1,338.0 386.0 327.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
3 1,338.0 386.0 327.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
4 1,337.0 386.0 327.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
5 1,338.0 386.0 327.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
6 1,339.0 386.0 327.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
7 1,138.0 386.0 124.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
8 1,140.0 386.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
9 1,140.0 386.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
10 1,140.0 386.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
11 1,140.0 386.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
12 1,140.0 386.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
13 1,140.0 386.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
14 1,139.0 386.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
15 1,139.0 386.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
16 1,139.0 386.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
17 1,139.0 386.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
18 1,140.0 386.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
19 1,140.0 386.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
20 1,140.0 386.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
21 1,139.0 386.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
22 1,139.0 386.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
23 1,341.0 386.0 327.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
24 1,339.0 386.0 327.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 887.0 0.0
Daily Energy
(MWh) 9,264.0 | 4,600.0 412.0 400.0 0.0 0.0
Energy Avail. for BR (MWh): 6047
Ramp Rate Constraint: None




Western Area Power Admininstration

Sierra Nevada Region
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All values at Tracy Substation

publish date:
November 24, 2005

Day CVP gen REer?:rI;d Loads Reg & Res Projected Purchases Tg\;Zi?iropas F;:;gztrii ?;;(;
_ _ Project First Estimated PU PU & EP Ancil_liary Bank Bank Hourly Hourly Capacity
Tuesday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
Nov 29, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G | H I | J K L M
1 976.0 298.0 327.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 524.0 0.0
2 976.0 295.0 327.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 525.0 0.0
3 976.0 286.0 327.0 13.0 110.0 50.0 40 0.0 0.0 0.0 0.0 526.0 0.0
4 976.0 285.0 327.0 13.0 110.0 50.0 50 0.0 0.0 0.0 0.0 526.0 0.0
5 976.0 285.0 327.0 14.0 110.0 50.0 6.0 0.0 0.0 0.0 0.0 525.0 0.0
6 975.0 284.0 327.0 15.0 110.0 50.0 8.0 0.0 0.0 0.0 0.0 523.0 0.0
7 974.0 231.0 124.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
8 974.0 322.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
9 974.0 346.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
10 973.0 376.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
11 973.0 379.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
12 973.0 379.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
13 973.0 404.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
14 973.0 404.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
15 973.0 400.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
16 973.0 387.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
17 973.0 436.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
18 973.0 505.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
19 973.0 505.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
20 974.0 505.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
21 974.0 405.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
22 974.0 303.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
23 974.0 332.0 327.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 520.0 0.0
24 973.0 331.0 327.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 521.0 0.0
Daily Energy
(MWh) 8,683.0 |4,600.0 412.0 400.0 23.0 0.0 0.0
Energy Avail. for BR (MWh): 4763
Ramp Rate Constraint: None




Western Area Power Admininstration
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publish date:
November 24, 2005

Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:ct)iropr;s PRreOsJEztri(l ?‘_j ;?
Projected | Projected Project PrefFei:ztnce E;:rtwi:i]lle::e ; For\)/tJard (F;l: icﬁp 222:22’ E?wzrr]k RBeatLrJ“r(n Hourly Hourly Capacity
Wed neSday Caéjacity Er:ergy Use Load Load Service)s/ Off-Peak Purﬁhage Purchase | (from g\);P Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp) Capacity | Capacity energy
Nov 30, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) Mw) ) Mw)
Hour A B c | D E F | G | H I | J K L M
1 973.0 275.0 327.0 15.0 110.0 50.0 17.0 0.0 0.0 0.0 0.0 521.0 0.0
2 973.0 232.0 327.0 14.0 110.0 50.0 59.0 0.0 0.0 0.0 0.0 522.0 0.0
3 973.0 232.0 327.0 13.0 110.0 50.0 58.0 0.0 0.0 0.0 0.0 523.0 0.0
4 973.0 231.0 327.0 13.0 110.0 50.0 59.0 0.0 0.0 0.0 0.0 523.0 0.0
5 972.0 166.0 327.0 14.0 110.0 50.0 125.0 0.0 0.0 0.0 0.0 521.0 0.0
6 972.0 232.0 327.0 15.0 110.0 50.0 60.0 0.0 0.0 0.0 0.0 520.0 0.0
7 939.0 287.0 124.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 688.0 0.0
8 939.0 361.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 686.0 0.0
9 939.0 362.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 686.0 0.0
10 939.0 381.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 686.0 0.0
11 939.0 381.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 686.0 0.0
12 939.0 436.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 686.0 0.0
13 939.0 441.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 686.0 0.0
14 939.0 560.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 687.0 0.0
15 940.0 1,027.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 688.0 0.0
16 940.0 1,027.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 688.0 0.0
17 940.0 1,029.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 688.0 0.0
18 976.0 793.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
19 976.0 575.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
20 976.0 493.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
21 976.0 382.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 724.0 0.0
22 976.0 289.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 724.0 0.0
23 976.0 260.0 327.0 17.0 110.0 50.0 34.0 0.0 0.0 0.0 0.0 522.0 0.0
24 975.0 260.0 327.0 15.0 110.0 50.0 32.0 0.0 0.0 0.0 0.0 523.0 0.0
Daily Energy
(MWh) 10,712.0 | 4,600.0 412.0 400.0 444.0 0.0 0.0
Energy Avail. for BR (MWh): 6442
Ramp Rate Constraint: None
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publish date:
November 24, 2005

Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sjiztri(i ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Hourly Hourly Capacity
Thu rsday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
Dec 01, 2005 (Mw) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G | H | | J K L M
1 975.0 258.0 327.0 15.0 110.0 50.0 34.0 0.0 0.0 0.0 0.0 523.0 0.0
2 975.0 233.0 327.0 14.0 110.0 50.0 58.0 0.0 0.0 0.0 0.0 524.0 0.0
3 975.0 233.0 327.0 13.0 110.0 50.0 57.0 0.0 0.0 0.0 0.0 525.0 0.0
4 974.0 233.0 327.0 13.0 110.0 50.0 57.0 0.0 0.0 0.0 0.0 524.0 0.0
5 974.0 233.0 327.0 14.0 110.0 50.0 58.0 0.0 0.0 0.0 0.0 523.0 0.0
6 974.0 233.0 327.0 15.0 110.0 50.0 59.0 0.0 0.0 0.0 0.0 522.0 0.0
7 974.0 233.0 124.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
8 973.0 233.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
9 973.0 308.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
10 973.0 279.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
11 973.0 312.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
12 973.0 322.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
13 973.0 470.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
14 973.0 535.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
15 973.0 1,064.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
16 974.0 1,064.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
17 975.0 1,062.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
18 975.0 846.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
19 975.0 549.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
20 976.0 485.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
21 976.0 425.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 724.0 0.0
22 976.0 270.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 724.0 0.0
23 975.0 267.0 327.0 17.0 110.0 50.0 27.0 0.0 0.0 0.0 0.0 521.0 0.0
24 975.0 266.0 327.0 15.0 110.0 50.0 26.0 0.0 0.0 0.0 0.0 523.0 0.0
Daily Energy
(MwWh) 10,413.0 | 4,600.0 412.0 400.0 376.0 0.0 0.0
Energy Avail. for BR (MWh): 5524
Ramp Rate Constraint: None




Western Area Power Admininstration
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publish date:
November 24, 2005

Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sjiztri(i ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Hourly Hourly Capacity
. Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return . . -
F”day Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmqm Ma)qmgm w/minimal
Demand . Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
Dec 02, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G H | | J K L M
1 975.0 250.0 327.0 15.0 110.0 50.0 42.0 0.0 0.0 0.0 0.0 523.0 0.0
2 975.0 226.0 327.0 14.0 110.0 50.0 65.0 0.0 0.0 0.0 0.0 524.0 0.0
3 974.0 226.0 327.0 14.0 110.0 50.0 65.0 0.0 0.0 0.0 0.0 523.0 0.0
4 974.0 226.0 327.0 14.0 110.0 50.0 65.0 0.0 0.0 0.0 0.0 523.0 0.0
5 974.0 226.0 327.0 15.0 110.0 50.0 66.0 0.0 0.0 0.0 0.0 522.0 0.0
6 974.0 226.0 327.0 16.0 110.0 50.0 67.0 0.0 0.0 0.0 0.0 521.0 0.0
7 973.0 228.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
8 973.0 296.0 124.0 21.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 718.0 0.0
9 973.0 296.0 124.0 21.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 718.0 0.0
10 972.0 298.0 124.0 21.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 717.0 0.0
11 972.0 333.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 719.0 0.0
12 972.0 412.0 124.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 718.0 0.0
13 972.0 434.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 719.0 0.0
14 972.0 549.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 719.0 0.0
15 973.0 1,063.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
16 973.0 1,063.0 124.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
17 974.0 1,055.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
18 975.0 845.0 124.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
19 975.0 508.0 124.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
20 975.0 459.0 124.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
21 975.0 379.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
22 975.0 274.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
23 975.0 271.0 327.0 17.0 110.0 50.0 230 0.0 0.0 0.0 0.0 521.0 0.0
24 974.0 271.0 327.0 16.0 110.0 50.0 220 0.0 0.0 0.0 0.0 521.0 0.0
Daily Energy
(MWh) 10,414.0 | 4,600.0 431.0 400.0 415.0 0.0 0.0
Energy Avail. for BR (MWh): 5371
Ramp Rate Constraint: None




Western Area Power Admininstration
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publish date:
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Day CVP gen REer?::;d Loads Reg & Res Projected Purchases Tg\r/:s)e:(::ct)igpﬁs F;:;gztrii 1(351 ;‘;
. . Project First Estimated PU PU & EP AnciI!iary Bank Bank Hourly Hourly Capacity
Saturday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward Capacity  Services Energy Return minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwct_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Dec 03, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) Mw) Mw) Mw)
Hour A B c | D E F | G | H I | J K L M
1 974.0 336.0 327.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 522.0 0.0
2 974.0 236.0 327.0 14.0 110.0 50.0 55.0 0.0 0.0 0.0 0.0 523.0 0.0
3 974.0 236.0 327.0 14.0 110.0 50.0 55.0 0.0 0.0 0.0 0.0 523.0 0.0
4 973.0 235.0 327.0 14.0 110.0 50.0 56.0 0.0 0.0 0.0 0.0 522.0 0.0
5 973.0 235.0 327.0 14.0 110.0 50.0 56.0 0.0 0.0 0.0 0.0 522.0 0.0
6 973.0 235.0 327.0 15.0 110.0 50.0 57.0 0.0 0.0 0.0 0.0 521.0 0.0
7 973.0 236.0 124.0 16.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
8 972.0 316.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
9 972.0 316.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
10 972.0 273.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
11 972.0 285.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
12 972.0 314.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
13 972.0 445.0 124.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
14 972.0 555.0 124.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
15 972.0 1,075.0 124.0 16.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
16 973.0 1,076.0 124.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
17 974.0 1,061.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
18 974.0 785.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
19 974.0 557.0 124.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
20 975.0 486.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
21 975.0 320.0 124.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
22 974.0 189.0 124.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
23 974.0 189.0 327.0 16.0 110.0 50.0 104.0 0.0 0.0 0.0 0.0 521.0 0.0
24 974.0 301.0 327.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 522.0 0.0
Daily Energy
(MWh) 10,292.0 | 4,600.0 399.0 400.0 383.0 0.0 0.0
Energy Avail. for BR (MWh): 5281
Ramp Rate Constraint: None




Western Area Power Admininstration

Sierra Nevada Region

7-Day Forecast of Base Resource

All values at Tracy Substation

publish date:
November 24, 2005

Day CVP gen ngr?:rlgid Loads Reg & Res Projected Purchases Ta;z;(::ct)iropﬁs Er:;gztrii 1(3;;(;
' . Project First Estimated PU PU & EP AnciI!iary Bank Bank Hourly Hourly Capacity
Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return L ) L
Su nday Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand . Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Dec 04, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F G | H | | J K L M
1 974.0 301.0 321.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 529.0 0.0
2 973.0 238.0 321.0 14.0 110.0 50.0 47.0 0.0 0.0 0.0 0.0 528.0 0.0
3 973.0 238.0 321.0 13.0 110.0 50.0 46.0 0.0 0.0 0.0 0.0 529.0 0.0
4 973.0 238.0 321.0 14.0 110.0 50.0 47.0 0.0 0.0 0.0 0.0 528.0 0.0
5 972.0 237.0 321.0 14.0 110.0 50.0 48.0 0.0 0.0 0.0 0.0 527.0 0.0
6 972.0 237.0 321.0 15.0 110.0 50.0 49.0 0.0 0.0 0.0 0.0 526.0 0.0
7 972.0 291.0 321.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 526.0 0.0
8 971.0 302.0 321.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 523.0 0.0
9 971.0 305.0 321.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 522.0 0.0
10 971.0 305.0 321.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 522.0 0.0
11 971.0 314.0 321.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 523.0 0.0
12 971.0 329.0 321.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 523.0 0.0
13 971.0 472.0 321.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 523.0 0.0
14 971.0 522.0 321.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 523.0 0.0
15 972.0 1,057.0 321.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 524.0 0.0
16 972.0 1,057.0 321.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 524.0 0.0
17 973.0 1,058.0 321.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 524.0 0.0
18 973.0 819.0 321.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 523.0 0.0
19 974.0 515.0 321.0 19.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 524.0 0.0
20 974.0 449.0 321.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 525.0 0.0
21 974.0 417.0 321.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 525.0 0.0
22 974.0 317.0 321.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 526.0 0.0
23 974.0 317.0 321.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 527.0 0.0
24 974.0 317.0 321.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 529.0 0.0
Daily Energy
(MwWh) 10,652.0 | 7,704.0 393.0 1,200.0 237.0 0.0 0.0
Energy Avail. for BR (MWh): 3360
Ramp Rate Constraint: None

Notes:

1. Forthe AS (Column E), it was assumed that Western's reserve obligation would be 70 MW and regulation would be 40 up and 40 down, creating a need to reserve 110 MW.
2. An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.
3. Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.




